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Applicability  
1 Section 304.6 applies to:  

(a) the operator of a transmission facility.   

Requirements 
Unplanned Transmission Facility Limit Changes 
2(1) The operator of a transmission facility must verbally notify the ISO as soon as possible, but 
within 24 hours, of unplanned limit changes to its transmission facility, indicating the new limit, the 
equipment affected by the limit change, the cause of the limit change and the estimated period of time the 
limit change will be in effect.  

(2) The operator of a transmission facility must, within 21 days of the verbal notification in 
subsection 2(1), or within a shorter or longer period of time if deemed necessary by the ISO in its sole 
discretion: 

(a)  provide the ISO, in writing, with its plan to restore the transmission facility to its previous 
limit; or 

(b) notify the ISO that the transmission facility will not be restored to its previous limit. 
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