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February 7, 2017 

To: Market Participants and Other Interested Parties 

Re: Consultation Letter – Proposed New Alberta Reliability Standard EOP-005-AB-2, System 
Restoration from Blackstart Resources (“new EOP-005-AB-2”) 

Section 19 of the Transmission Regulation requires the Alberta Electric System Operator (“AESO”) to 
consult with market participants likely to be directly affected by the AESO’s adoption or making of Alberta 
reliability standards, and also requires the AESO to forward the proposed Alberta reliability standards to the 
Alberta Utilities Commission (“AUC” or “Commission”) for review along with the AESO’s recommendation that 
the Commission approve or reject them. 

Accordingly, the AESO is providing notice and seeking comments from market participants on the attached 
proposed new EOP-005-AB-2. 

Overview  

The AESO is issuing the following two letters concurrently: 

a) this Consultation Letter regarding proposed new EOP-005-AB-2; and 

b) a Letter of Notice regarding the removal of existing Section 305.3 of the ISO rules, Blackstart 
Restoration (“existing Section 305.3”). 

Applicability 

The proposed new EOP-005-AB-2 is applicable to: 

a) the AESO; 

b) the operator of a transmission facility that the AESO includes in its restoration plan and in a list 
published on the AESO website that the AESO may amend from time to time in accordance with 
the process set out in Appendix 1; 

c) the operator of a generating unit that: 

(i) is not part of an aggregated generating facility; 

(ii) has a maximum authorized real power rating greater than 18 MW; and 

(iii) is directly connected to either the transmission system or to transmission facilities within the 
City of Medicine Hat; and 

d) the operator of an electric distribution system that is identified in the restoration plan of an 
operator of a transmission facility. 

Background 

The purpose of proposed new EOP-005-AB-2 is to ensure plans, facilities and personnel are prepared to 
enable restoration of the Alberta interconnected electric system starting from blackstart resources, to 
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ensure reliability is maintained during restoration, and to ensure priority is placed on restoring the Alberta 
interconnected electric system and the interconnection

1
 in accordance with the AESO’s restoration plan.  

Transition of Requirements from Section 305.3 into new EOP-005-AB-2 and existing EOP-006-AB-2 

Proposed new EOP-005-AB-2 and existing Alberta Reliability Standard EOP-006-AB-2, System 
Restoration Coordination (“EOP-006-AB-2”) set out the requirements relating to the restoration of the 
Alberta interconnected electric system. Existing EOP-006-AB-2 was adopted in 2015 as part of the 
initiative to reflect the AESO’s assumption of the Reliability Coordinator role in Alberta. The purpose of 
existing EOP-006-AB-2 is to ensure plans are established and personnel are prepared to enable effective 
coordination of the system restoration process to ensure reliability is maintained during restoration of the 
Alberta interconnected electric system in the event of a complete or partial blackout. Proposed new 
EOP-005-AB-2 includes requirements that are complementary to those set out in existing EOP-006-AB-2.  

Currently, the authoritative requirements relating to blackstart restoration are contained within existing 
Section 305.3. However, given that these requirements relate primarily to system reliability, the AESO 
has determined that they are properly the subject matter of an Alberta reliability standard. Accordingly, 
the AESO is proposing to remove existing Section 305.3 on the date that proposed new EOP-005-AB-2 
comes into effect. The attached Transition of Requirements from Section 305.3 into EOP-005-AB-2 and 
EOP-006-AB-2 matrix identifies the manner in which the requirements of existing Section 305.3 have 
been transitioned into proposed new EOP-005-AB-2 and existing EOP-006-AB-2. 

There are certain differences between existing Section 305.3 and the requirements of proposed new 
EOP-005-AB-2 and existing EOP-006-AB-2, as follows:  

 Existing Section 305.3 requires the legal owner of a transmission facility, generating unit or 
aggregated generating facility to develop and maintain restoration procedures that are in 
alignment with the AESO’s restoration plan, and to provide these restoration procedures to the 
AESO on an annual basis. Requirement R5.1 of existing EOP-006-AB-2 requires the AESO to 
review and approve or disapprove the restoration plan of each operator of a transmission facility. 
In blackstart conditions, the AESO or its delegate legal owner of a transmission facility will direct 
the restoration of generating units and aggregated generating facilities and changes to generation 
or load level, including large motor start, in accordance with the AESO’s or its delegate legal 
owner of a transmission facility’s restoration plan. Therefore, it is not necessary for the legal 
owner of a generating unit or aggregated generating facility that is not a blackstart resource to 
have its own restoration plan as currently required under existing Section 305.3;  

 Existing Section 305.3 requires training of operating personnel, but does not prescribe a time 
period for this training or specifics on what is required to be included in the training. Requirement 
R10 of proposed new EOP-005-AB-2 requires each operator of a transmission facility to train its 
operating personnel annually on the restoration plan. Additionally, Requirement R10 specifies the 
following to be included in its training: 

 coordination with the AESO and each operator of a generating unit and operator of an 
aggregated generating facility in accordance with its restoration plan; 

 restoration priorities; 

 building of cranking paths; and 

 synchronizing islands. 

 Existing Section 305.3 places requirements regarding blackstart restoration on the legal owners 
of all generating units and aggregated generating facilities. As described in the first bullet above, 
the AESO has determined that there is no need for the operator of a generating unit or 
aggregated generating facility that is not a blackstart resource to develop and train staff on a 
blackstart restoration plan. In accordance with requirement R18 of proposed new EOP-005-AB-2, 
the legal owner of a generating unit will be trained on the AESO’s restoration plan. 

                                                
 
1
  As defined in the AESO’s Consolidated Authoritative Document Glossary, interconnection “means the electrical connection of the 

interconnected electric system with any electric system in a jurisdiction bordering Alberta and when capitalized, it means any one 
(1) of the three (3) major electric system networks in North America: Eastern, Western, and ERCOT.” 
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Summary of Proposed Changes from NERC EOP-005-AB-2 

In developing proposed new EOP-005-AB-2, the AESO determined that certain Alberta variances and 
amendments for clarification were required in order to ensure that North American Electric Reliability 
Corporation (“NERC”) EOP-005-2 is capable of being applied in Alberta and does not require a material 
change in the framework for the market for electric energy. Attached is a complete summary of these 
Alberta variances and amendments for clarification. 

In addition, the AESO made amendments to ensure the consistent use of defined terms, as included in 
the AESO’s Consolidated Authoritative Document Glossary (“CADG”). Administrative changes, such as 
formatting and grammatical corrections, have also been made in proposed new EOP-005-AB-2. 

Defined Terms 

When reviewing the attached proposed new EOP-005-AB-2 market participants should note that all defined 
terms appear bolded. Market participants and other interested parties are encouraged to refer to the AESO’s 
CADG when reviewing proposed Alberta reliability standards to ensure they have an accurate understanding 
of those defined terms. 

The AESO has determined that there is a need to use the new defined terms “blackstart resource” and 
“cranking path” in the proposed new EOP-005-AB-2. The “blackstart resource” and “cranking path” 
definitions were developed and approved by the Commission in conjunction with the new Critical 
Infrastructure Protection Alberta Reliability Standards Terms and Definitions

2
 (“CIP ARS Terms and 

Definitions”), which will come into effect and be incorporated into the AESO’s CADG on October 1, 2017. 
The new defined terms “blackstart resource” and “cranking path” will be in effect for use in the Alberta 
reliability standards prior to the effective date of proposed new EOP-005-AB-2. A copy of these defined 
terms is attached for reference. 

Implementation of Alberta Reliability Standards 

In accordance with Section 19 of the Transmission Regulation, the reliability standards that apply in Alberta 
are those of the Electric Reliability Organization (“ERO”) or any other reliability standards, to the extent that 
such reliability standards are adopted by the AESO after consultation with market participants and after 
receipt of Commission approval. The NERC was certified as the ERO for the United States by the Federal 
Energy Regulatory Commission under the US Energy Policy Act of 2005. Further, the NERC was recognized 
as the ERO by the Minister of Energy in Alberta. 

Alberta reliability standards and definitions proposed for approval or rejection by the AESO are developed: 
(a) based on the reliability standards and definitions of the NERC; or 
(b) to amend, supplement or replace the NERC reliability standards or definitions.   

For more information on Alberta reliability standards, visit the AESO website at www.aeso.ca and follow 
the path Rules, Standards and Tariff > Alberta Reliability Standards. 

Request for Comment  

Please use the attached Market Participant Comment Matrix when submitting comments to the AESO. Only 
written comments will be considered in finalizing proposed new EOP-005-AB-2. Market participants should 
ensure that comments provided represent all interests within their organization. 

Market participants are asked to provide comments no later than March 7, 2017 to ars_comments@aeso.ca. 
Adherence to deadlines is essential to the integrity of the Alberta reliability standard comment process. As 
such, any market participant comments received after March 7, 2017 may not be published, replied to, or 

                                                
 
2
  Decision 3442-D01-2015, AESO Application regarding Alberta reliability standards definitions, September 15, 2015. 

https://www.aeso.ca/rules-standards-and-tariff/consolidated-authoritative-document-glossary/
http://www.aeso.ca/
mailto:ars_comments@aeso.ca
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otherwise considered by the AESO. The scope of comments is limited to proposed new EOP-005-AB-2. Any 
comments received that are outside of this scope will not be considered by the AESO. 

The AESO will be publishing all comments received for industry review in March 2017. The AESO expects to 
publish replies to the comments, along with the final proposed new EOP-005-AB-2 in May 2017.  

If the AESO does not receive comments regarding proposed new EOP-005-AB-2, the AESO expects to 
forward the final proposed new EOP-005-AB-2 to the Commission in March 2017, along with its 
recommendation that the Commission approve the final proposed new EOP-005-AB-2, to become effective 
first day of the month following three full calendar quarters after Commission approval.   

Attachments to Consultation Letter 

The following documents are attached: 

1. Market Participant Comment Matrix for proposed new EOP-005-AB-2;  

2. Transition of Requirements from Section 305.3 into EOP-005-AB-2 and EOP-006-AB-2 matrix;  

3. Table of Alberta Variances and Amendments for Clarification; 

4. Clean copy of proposed new EOP-005-AB-2; and 

5. Copy of defined terms “blackstart resource” and “cranking path”. 

Sincerely,  

“Original Signed By” 

Maria Gray 
Regulatory Services Team Lead 
Phone: 403-776-7517 
Email: maria.gray@aeso.ca 

Attachments 

https://www.aeso.ca/assets/Uploads/Market%20Participant%20Comment%20Matrix%20-%20new%20EOP-005-AB-2.docx
https://www.aeso.ca/assets/Uploads/Transition-of-Requirements-from-Section-305.3-into-EOP-005-AB-2-and-EOP-006-AB-2.pdf
https://www.aeso.ca/assets/Uploads/Table-of-Alberta-Variances-and-Amendments-for-Clarification.pdf
https://www.aeso.ca/assets/Uploads/EOP-005-AB-2-System-Restoration-from-Blackstart-Resources.pdf
https://www.aeso.ca/assets/Uploads/Copy-of-defined-terms-blackstart-resource-and-cranking-path.pdf

