
Name

Winter Peak
Capacity, MW*

Winter Med
Capacity, MW*

Winter Low
Capacity, MW*

Spring Peak
Capacity, MW*

Spring Med
Capacity, MW*

Spring Low
Capacity, MW*

Summer Peak
Capacity, MW*

Summer Med
Capacity, MW*

Summer Low
Capacity, MW*

Fall Peak
Capacity, MW*

Fall Med
Capacity, MW*

Fall Low
Capacity, MW*

BC EXPORT 3.4 60.4 342.5 4.6 11.5 129.1 0.0 48.0 48.1 6.0 14.9 158.4
BC IMPORT 223.9 88.8 12.6 262.3 174.4 32.2 428.0 172.5 148.8 320.5 175.7 48.5
SK EXPORT 9.4 8.1 12.1 12.7 13.3 12.2 2.4 2.8 0.0 5.0 2.2 3.0
SK IMPORT 30.9 36.8 35.0 40.0 46.5 57.7 84.1 57.3 88.9 28.5 42.9 24.7
MATL EXPORT 0.0 0.0 0.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0 25.0
MATL IMPORT 0.0 0.0 0.0 0.0 0.0 25.0 0.0 0.0 25.0 0.0 0.0 25.0

* Average MW is determined for BC SK Tie as per AESO rules for the periods defined.
Data: Billing Database
          June 01, 2006 to May 31, 2007
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